






14

B2

B1 1

2

KIT  B

FISSAGGIO A TERRA / FIXING TO EARTH

(PER TERMINALI VUOTI E CABLATI / FOR EMPTY AND WIRED TERMINALS)
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FISSAGGIO A TERRA / FIXING TO EARTH

(PER TERMINALI VUOTI E CABLATI / FOR EMPTY AND WIRED TERMINALS)



16

4

3

1

2

SOSTITUZIONE SERRATURA / REPLACING THE LOCK

(PER TERMINALI VUOTI E CABLATI / FOR EMPTY AND WIRED TERMINALS)

GW 68 778
(Non in dotazione / Not supplied)
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Lampada Fluorescente
Fluorescent Lamp
16W/835 2Pin GR8

SOSTITUZIONE LAMPADA / REPLACING THE LAMP

(PER TERMINALI VUOTI E CABLATI / FOR EMPTY AND WIRED TERMINALS)

ATTENZIONE
Aprire il portafusibile sezionatore prima di
effettuare la sostituzione della lampada.

WARNING
Open the fuse-carrier disconnector befo-
re changing the lamp.
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Alimentazione
Power supply

MONTAGGIO DISPOSITIVO SEGNALAZIONE GUASTI / FAULT SIGNALLING DEVICE ASSEMBLY

(PER TERMINALI VUOTI E CABLATI / FOR EMPTY AND WIRED TERMINALS)
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DIMENSIONALI / DIMENSIONS
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+39 035 946 111
8.30 - 12.30 / 14.00 - 18.00

da lunedì a venerdì

+39 035 946 260
24 ore al giorno

SAT on line
gewiss@gewiss.com@SAT

GEWISS - MATERIALE ELETTRICO




